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SECTION FOR ALL ZERO BAR
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CEILING DETAILS

(OUTDOOR UNIT)



2. ALL REFRIGERANT LINE PASSING THRU SLAB AND
1. ALL DUCT SIZE ARE IN MM UNLESS OTHERWISE SPECIFIED.

1-1/2 INCH DOOR UNDERCUT OR DOOR LOUVER.

BASE EQUIPPED WITH ANTI-VIBRATION PAD.

WALL SHALL BE PROVIDED WITH 4"Ø PVC SLEEVES.

4. COORDINATE HVAC EQUIPMENT LOCATIONS AND
OPENINGS TO CIVIL ENGINEER PRIOR TO INSTALLATION.

5. ALL TOILET'S ROOM SHALL BE PROVIDED WITH 

3. REFRIGERANT PIPES SHALL BE INSULATED WITH RUBBER INSULATION.

6. ALL PACU'S & ACCU'S SHALL BE PROVIDED WITH ANGULAR

7. ALL CONDENSER'S FINS  SHALL BE MADE OF COPPER MATERIAL.

DISTRIBUTION DEVICES SUCH AS SLOTS, GRILLES
8. FOR EXACT LOCATION OF ALL CEILING MOUNTED AIR

REGISTERS & DIFFUSERS REFER TO ARCHITECTURAL
REFLECTED CEILING PLAN.

SHEET_CONTENT

AFC ABOVE FALSE CEILING

EXHAUST AIR GRILLE

FD -

-

EAG -

FLEXIBLE DUCT

EXHAUST AIR DUCT

CUBIC FEET PER MINUTECFM

EAD
SAD

-

-

-

VD

FCU

-

-

SUPPLY AIR DUCT

FAN COIL UNIT

VOLUME DAMPER

FAN COIL UNIT-

LINEAR SUPPLY  AIR DIFFUSER

LINEAR RETURN AIR DIFFUSER

RETURN AIR DIFFUSER

-

-

-

م       
لغما
ا

يف      
للتك

  

مشاريع   مصصم 

مقياس  

الما لك   

حسين    افتخار 

 1---100

المد ير     

تصميم  

ابوبكر  

الحسن      خالد 

العبداللطيف  عبد السلام 

فيلا 1  
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